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Cable Duct at the Road
Typical Trench Cross-Section

NOTE:
1.This drawing is used for reference only.
2.All dimensions are in mm .

3.Controlled bedding backfill shall be selected with required thermal resistivity to ensure
the design of 132 kV cable specified in technical requirement of the bidding document.
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